
Reading must be 
within  0.5 ohms

Earth pin

How to correctly perform continuity test of 
(PE) protective earth connection

Set to 3 ohms

Prepared by: Andrew Lagrosa

Te
st

 p
ro

b
e

Bandsaw plug

Eqpt under test

OR
Kyuritsu  insulation continuity tester

Fluke DMM

Scrape off  the paint 
from the machine frame

Note:
Wait for the reading to stabilize
ideally within 1 minute


